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Abstract: Oxidation of oil/paper insulation initiates premature aging and introduces carboxylic
acids with eventual increase in oil acidity, which hampers the properties of the oil. In this paper,
a membrane separation technology-based purification process for aged insulation oil has been
evaluated and reported. The intent of the present study is to eliminate carboxylic acids, dissolved
decay contents and other colloidal contamination present in aged oil and enhance the useful life
of oil. The potential of the membrane treatment process has been demonstrated using Ultraviolet
Visible Infrared Spectroscopy and Fourier Transform Infrared Spectroscopy diagnostic measurements
for oil and membrane. Additionally, membrane retention properties like membrane flux, retention
coefficient, sorption time and membrane mass have been analyzed to understand the treatment
process. To further evaluate the performance of the membrane and effectiveness of the treatment
process, acidity, dielectric dissipation factor, relative permittivity, and resistivity measurements of the
oil before and after filtration have been also reported. The proposed membrane purification method
has been tested for Algerian utility in-service oil samples. It is inferred that, membrane filtration
method is a simple and effective method for treatment of aged oils and aids in extending the remnant
life of the oil. The procedure is economically attractive because of increasing prices for transformer
liquids, cost effective and environmentally sounds.
Keywords: transformers; insulation; regeneration; membrane separation
1. Introduction
The function of mineral insulating oil in power transformers is to provide insulation and
cooling [1]. Insulation oil in transformers is used in coordination with insulation paper to form
an insulation system. The insulation system in oil filled transformers is subjected to variable electric,
thermal and chemical constraints that are responsible for its deterioration over time [2–4]. The presence
of oxygen and humidity in the insulation system are evident due to operation of breather configurations
and the degradation of the cellulose fibers in insulation papers. Oxygen and humidity promote early
degradation of the transformer oil/paper insulation that leads to an increase in the acidity of the oil and
a decrease in the dielectric resistance of the paper. The by-products of the oxidation and hydrolysis may
be soluble in oil or settle at the bottom of the tank, thus contributing to oil sedimentation. The soluble
by-products are diagnosed by (UV/Vis) spectroscopy, Fourier Transform Infrared Spectroscopy (FTIR),
total acid number (TAN), dissipation factor (Tan δ), and interfacial tension (IFT) [5]. Similarly, insoluble
by-products are quantified by the turbidity, particle counter, and color number [6].
Oxidation and hydrolysis of mineral oil produce acids with different molecular weights. Acids
with high molecular weight will have lower affinity to cellulose than those with low molecular
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weight [7]. This is because of the hydrophobic nature of alkyl group CnH2(n+1) [8]. It was reported
that the solubility of heavy stearic acids [CH3(CH2)16COOH] and naphtenic acids [R(C5H8)(CH2)n
COOH] is due to mineral oil oxidation. It was noticed that these acids were not adsorbed by the
paper rather they are retained in the oil. Later, it was claimed that these acids are not aggressive
towards accelerating the age of solid insulation [9]. Acids with low molecular weight (up to five carbon
atoms) are more hydrophilic than high molecular weight acids which have a bigger influence on the
degradation rate of the paper through acid hydrolysis. As these acids do not affect the paper as long
as they remain dissolved in the oil, it is the accumulation of acids in the oil that leads to formation
of the insoluble deposits (muds) and reduces the dielectric rigidity of the oil. It may also reduce the
heat transfer capability of the insulation system, if adsorbed on the surface of the solid insulation or
accumulate on internal area of the cooling tubes, thus causing a thermal degradation of the insulation
paper [10].
Acids with low molecular weight are more hydrophilic than acids of high molecular weight and
have a higher influence on paper degradation [10]. Acids accumulate in the oil with insoluble deposits
and affect the dielectric properties of oil. This may also hamper the heat dissipating nature of the oil by
sludge deposition on the insulation paper or in cooling tubes, causing thermal degradation of the oil
and paper. It is usual practice to add oxidation inhibitors to oil in order to achieve control of oxidation
reactions [11], however, these inhibitors are only capable of preventing the consequences of oxidation
up to a certain extent [12]. To regain the distinct properties of oil and achieve properties that are close
to pristine conditions, regeneration process are adopted [13].
Hence, there is a need to study oil filtration methods, which act to improve the useful life of
mineral oil and will hence be of economic and ecological interest. Two standards were established
for the effective maintenance of transformers oil, namely BS EN 60422: 2013 and IEEE Std 637-1985
(R2007). Beside the existing methods of oil treatment based on distillation, adsorption, and ion
exchange processes, the membrane technique method could be an interesting alternative for the
treatment of the mineral oils. Membrane filtration methods are simple, effective, and economic
methods that could be applicable for separation of the suspended and dissolved particles in insulating
oils. Membrane methods have the potential to selectively separate the smallest and dissolved decay
contents in oil. Membrane technology has been revealed to be a potential candidate for zero discharge
of pollutants and the elimination of a wide variety of the compounds present in water while using
simple and nonhazardous materials [14]. In general, regeneration study results depend on several
factors including degree of aging, nature of the oil, filtering medium (volume, size, type, and thickness),
volume of oil used for filtering, number of passes, temperature, and other experimental conditions.
Hence comparative evaluation of the results is not feasible for oil regenerative studies. However,
the membrane method used in the present study is investigated in a transformer oil regeneration
process for the first time by the authors.
In this paper, the membrane filtration-based treatment and purification of service aged insulating
oils has been experimentally studied and reported. The performance of this micro-filtration method has
been evaluated by assessing the distinctive characteristics of the membrane, dielectric, and diagnostic
characteristics of the oils. Additionally, the chemical characteristics of the membrane and oil r both
before and after filtration have been reported by FTIR Studies. Furthermore, the performance of this
method is verified by measuring dissolved decay contents, TAN, dissipation factor, relative permittivity,
and resistivity of oil before and after filtration. The dielectric properties like dissipation factor, relative
permittivity, and resistivity are evaluated for six passes and the percentage improvement of these
properties pass by pass are also highlighted.
2. Background and Membrane Separation Technology
Insulation oil is expected to be in effective service for the complete designed life of the transformer
(several decades). Due to the various degradation mechanisms of the transformer, the useful life of
transformers is reduced and leads to premature aging of oil-paper insulation. It is known that the cost of
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insulation oils is increasing rapidly due to the reduced availability of the crude petroleum oil feedstocks
used in their manufacture. Hence, it is a usual industrial practice to re-use the degraded oil by restoring
its dielectric and physiochemical properties through regeneration methods. The process adopted
to regain the effectiveness of oil functionalities close to pristine conditions is called oil reclamation
or regeneration. This generally involves dehydration, filtration, sedimentation, centrifuging, and
adsorption steps. These procedures are attractive because of the increasing price of transformer
coolants, cost effectiveness and ecological benefits. Reclamation of oil involves removing moisture,
impurities, and oxidation products. In cases where the reclamation process is not economical (i.e.,
for highly aged oils or ones with excessive chemical contaminants and dissolved contents), the oil
is recycled before using it by re-refining. Thus, re-refining is a process of exhaustively removing
dissolved chemical contaminants along with other contaminants/particles to make the oil fit for other
low performance applications.
The traditional regeneration methods for the purification and treatment of transformer insulating
oils include distillation, absorption, and ion exchange processes. These methods involve high
equipment costs, noisy procedures and are rather time consuming. Traditional methods also require
several pre-testing procedures and are highly energy consuming (required for heating and pumping
the oil). Due to the aforementioned reasons, research on regeneration process of used dielectric oils
has drawn attention of industry and researchers. Membrane technology used for separation/filtration
is an emerging technology due to its continuous operation, low energy consumption, easy adaptability,
versatility, and requirement of relatively mild operating conditions in comparison with conventional
separation processes.
The membranes used in this technology establish a physical barrier for the passage of the
contaminants during cross flow. Pressure-driven membrane methods offer a defined selectivity
depending on the size of the pores of the membrane with respect to the size of the contaminants
that are to be retained. The efficiency of the membrane is attributable to the intrinsic properties of
contaminants in the oil with regard to the chemical nature of the membrane (potential of surface,
hydrophilic or hydrophobic, diffusion nature, size and solubility). The membrane filtration is a
semi-permeable and selective process under the influence of a driving force. This driving force could
be a pressure gradient, a concentration gradient or an electric potential gradient. When it is an action
of separation under a pressure gradient, the filtration is attributable to the size of membrane pores and
the size of retained particles.
For the present study, a hydrophilic Regenerated Cellulose (RC) type membrane of 47 mm
diameter 0.45 µm pores size (Model Porafil Machery-Nagel, Duren, Germany) having a dry mass of
120 mg has been adopted. Regenerated Cellulose membranes are popular for their characteristics,
including spontaneous wetting, wet strength, chemically resistant, fit for aqueous and organic media.
These membranes are hydrophilic in nature and are mechanically stable. These membranes are made
up of cellulose fibers which is generally recommended for filtration studies as per IEEE C57.106 and
ASTM D7150. The filtration unit includes an upper bowl and a receiving bowl as well as the fixation of
the membrane on a removable plate-support located between the bowls. The oil to be filtered is gently
filled in the upper bowl after dehydration. A vacuum pump connected to the receiving bowl with
a vacuum pressure applied of the order of 0.5 mm Hg ensures the inhalation of oil and its passage
through the membrane filter. The schematic diagram of the microfiltration process is represented in
Figure 1.
Carboxylic acids have an affinity for the cellulose because of their capacity attributed to the
hydroxyl (OH-) group. According to Bronsted-Lowry acid-base theory, they react chemically by
liberating a proton (H+) and cation RCOO- [12]. Various mechanisms were proposed in the literature
to explain the reticulation of cellulosic polymers. The reaction of carboxylic acids with the cellulose
include the fixation of carboxylic acids with hydroxylate cellulosic groups and esterification with
another cellulosic hydroxyl group [15].
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Figure 1. Scheme of the RC membrane separation adsorption mechanism and setup.
3. Experimental Investigation
3.1. Insulating Oil Samples
For the present study, service aged oil samples (approximately 20 years old) have been collected
from a high-voltage post situated near the city of Setif, located in eastern Algeria from a 40 MVA
power transformer. The physiochemical and dielectric properties of the collected oil sample have
been measured according to the International Electrotechnical Commission and the International
Organization for Standardization standard specifications. The properties of the service aged oil and
properties after dehydration have been summarized in Table 1 to establish a baseline prior to our
membrane filtration study.
Table 1. Characteristics of the transformer oil before and after dehydration.
Parameter Test Standard Before Dehydration * After Dehydration
Acid number (mg KOH/g) IEC 62021 0.24 0.206
Water Content (ppm) IEC 60814 30.7 15
Dissipation Factor (@50 Hz, 90 ◦C) IEC 60247 0.214 0.194
Permittivity of oil (90 ◦C) (εr) IEC 60247 2.14 2.14
Resistivity (90 ◦C) × 109 (Ω.m) IEC 60247 1.48 1.45
Breakdown Voltage (kV) IEC 60156 37.4 60
Kinematic Viscosity at 40 ◦C, (mm2/s) ISO 3104 7.77 7.64
Density (g/mL) ISO 3675 0.835 0.820
Color Factor ISO 2049 3.5 3.2
* For service aged oil collected from Algerian utility.
3.2. Proposed Regeneration Process
The intent of this work is to filter the aged and acidic oil for a significant improvement in
its physiochemical and dielectric properties. The proposed method also aims at regaining the
characteristics of the aged insulating oil that are compatible with the requirements mentioned in
BS EN 60422: 2013 and IEEE Standard 637-1985 (R2007). The proposed purification method initially
involves dehydration and further processing the dehydrated oil through a membrane filtration method.
The detailed flow of the present study is illustrated in Figure 2.
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3.3. Dehydration and Filtration
The objective of dehydration is to remove any moisture trapped within the oil before proceeding
to the membrane filtration. Dehydration is an effective way to reduce the concentration of dissolved
gases and water content in the oil [16]. In the present work, normal vacuum drying is adopted
for oil dehydration at 80 ◦C and 0.5 mmHg as per the IEEE C57. 637 standard for oil reclamation.
In addition to removing water, vacuum dehydration will degas the oil and remove the more volatile
acids. The other acids however will be relatively unaffected and the overall acidity of oil will not be
improved by the vacuum dehydration method [17]. The filtration equipment is facilitated with a two
stage filtration with 5 microns porosity, for absorbing the water at the first stage of treatment. Later,
the dehydrated oil is allowed to flow through a series of dispersal filters of 0.5 micron inside a vacuum
chamber. These series of filters form a thin film on which the filtrate is accumulated. The characteristics
of the oil before and after dehydration are presented in Table 1.
4. Performance Analysis of RC Membrane
To understand the mechanism involved in the membrane separation process, characterization
of the used membrane is essential. Hence, there is a need to test the membrane retention properties.
In this work, membrane retention properties are investigated in continuous mode, by realization of oil
cross flow filtration. This study also facilitates in reporting the influence of membrane on the properties
of oil. There are two factors that determine the efficiency of a membrane filtration process, selectivity
and productivity. The selectivity is expressed by retention coefficient (R). Productivity is expressed by
a parameter flow (expressed by L·m−2·h−1). This section emphasizes the membrane characteristics
including membrane flux, retention coefficient, sorption process, and membrane mass. The definitions
of these parameters have been discussed at the corresponding subsections. The filtrate is dehydrated
transformer oil collected from an Algerian utility.
4.1. Membrane Flux (J)
The flow of permeate membrane flux (J) is defined as the time (∆t) taken to collect a volume ∆V of
a given filtrate and membrane surface (S) [18]. The mathematical expression for membrane permeate
flux is shown in Equation (1):
J = ∆V/(S.∆t) (1)
During filtration, accumulation of molecules or macromolecules on the surface of the membrane
will reduce the permeation flux. This reduction is due to the adsorption of soluble molecules in the oil.
The membrane permeate flux as a function of time is illustrated in Figure 3. It is observed that the
variation is in agreement with the phenomenon of the sorption where a maximal retention is noted at
a time of 0.2 h for a maximum flow of 0.46 L/m2h.
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i re 3. ariation of the per eate flux with time.
The evidence of irreversible deposit on the surface of the membrane is generally due to the
equilibrium between the repulsive forces (particle-particle or particle-membrane) and the trail forces
of the permeate. For a given flow, repulsive forces are overcome by the permeate trail forces, which
allows the formation of a deposit on the membrane surface which creates an additional resistance to
the flow of permeate.
4.2. Retention Coefficient (R)
It is the ratio of concentration of the species in the filtrate (CF) to the concentration of the species
in the upstream oil sample (C0) [19]. The expression of retention coefficient is shown in Equation (2):
R (%) = [(C0 − CF) / C0] × 100 (2)
The sorption of carboxylic acids/colloidal particles accumulated in the insulating liquid is due
to the hydrophilic interactions that occur when the membrane is loaded with oil. Permeate flux as a
function of retention coefficient is illustrated in Figure 4a.
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coefficient exhibited a tendency to increase rapidly up to a certain value. With further increase in
sorption time, further rises of R were not seen and is observed to be almost constant. The same is
presented in Figure 4b. There is a chance for the filtration process to cause a progressive sealing of the
membrane pores, which is observed by a reduction in the permeation flow. Such a sealing could occur
externally due to adsorption of colloidal particles formed in oil due to oil-paper insulation degradation.
It could also be internally sealed due to dissolved decay contents formed due to oxidation of oil-paper
insulation because of the absorption nature of RC membrane. Hence, the reduction in permeation flow
is a resultant of adsorption and absorption phenomena, formation of the filtration cake by retained
elements and dissolved decay contents settled in the membrane pores. The same is expressed as
sealing and saturation of the membrane. Also, the resistance to filtration may be related to the effective
size of the membrane pores.
4.3. Sorption Process
The sorption kinetics of the membrane have been measured in order to determine the effectiveness
of the membrane. Change in TAN of oil and mass of the membrane are reported to reflect membrane
sorption phenomena. Changes in TAN address to how much extent the membrane is reducing the
acidity of oil with sorption time. Similarly, the membrane mass address the effectiveness of the
membrane is retaining the unwanted colloidal particles and decay contents in the oil. The acidity of
the aged insulating oil is measured after dehydration as per IEC 62021 and is found to be 0.206 mg
KOH/g and is later subjected to filtration. The filtration proses and tests are conducted at ambient
temperature and the dry mass of RC membrane is 120 mg. Later, a 73 mL volume of oil was filtered
and several samplings of the filtrate have been made at various times. At the sorption equilibrium, the
mass of retained acids by the membrane as well as the value of the index of acidity of the filtered oil
have been measured. The variation of TAN and the mass of the membrane as a function of sorption
time are presented in Figure 5. In Figure 5a, reduction of acidity is noticed with sorption time, this is
because of filtration process. The acidic particles in oil are retained by the membrane, thus reducing the
neutralization number of oil with time. In support of this, mass of membrane is observed to increase
as a function of sorption time which is presented in Figure 5b.
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4.4. Variation of the Membrane Mass
The high retention coefficients observed during sorption evaluation are dependent on the mass
of the membrane. The effect of the membrane mass (Ms) on the retention of carboxylic acids has
been studied on a series of dry RC membrane with a surface of 69.4 cm2 and a mass of 120 mg (dry).
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A specific volume of oil has been added to the dry membrane. Measurements of TAN and R as a
function of membrane masse are presented in Figure 6.
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Figure 6. Illustration of the TAN and R of membrane as a function of mass of the RC membrane.
(a) Variation of TAN of the filtrate with mass of RC membrane. (b) Variation of TR with the mass of RC
sorption time.
It is to be noticed that the mass reported in Figure 6 is the wet mass of the membrane which is
increased with filtration. This increase may be attributable to absorption and adsorption of colloidal
particles, dissolved decay contents, and acid particles of the oil on/in the membrane. The active
number of the sites of the membrane are increased, while acidity of oil is decreased with treatment.
Hence, it is inferred that, retention coefficient of the membrane increases and acidity of oil reduces with
increase in Ms. One may assume this observation until active filtration is seen through the membrane.
It is to be informed that, rate of filtration reduces with filtration time due to sealing of the membrane
pores due to settlement of the colloidal particles, dissolved decay contents, and acid particles of the
oil on/in the membrane. This time is depended on the deterioration rate of oil/paper insulation and
thickness of membrane. However, further investigations are to be carried out to comment on the
correlation between degree of aging and optimal thickness of membrane. Future investigations are also
to be emphasized on absorption coefficient, effect of transmembrane pressure difference on the flux.
5. Discussion
The performance of the membrane is verified by adopting appropriate diagnostic and dielectric
measurements. For analyzing the performance of the proposed method explicitly, comparative
measurements of the oil and membrane for both before and after the oil treatment have been evaluated
as discussed.
5.1. Acidity
In order to check the influence of RC membrane on reducing the acidity of the oil, efforts have
been made to evaluate the membrane performance by testing acidic oil in a cyclic process. Dehydrated
acidic oil is passed through the RC membrane module for six cycles and a new membrane has been
adopted for every cycle at the ambient temperature. For each cycle the TAN values of the filtered oil
has been measured. The cycle wise TAN measurement details have been presented in Table 2. It is
observed that, 83.98% of acidity has been reduced after six cycles of filtration.
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Table 2. Effect of RC membrane filtration on TAN with number of passes.
Number of Passes
After Membrane Filtration TAN (mg KOH/g)







MV: Measured Value; PC: Percentage Change (with respective to after dehydration value).
5.2. Ultraviolet Visible Infrared Spectrometry
Further, to demonstrate the rigidity of the proposed RC membrane oil purification process,
UV/Vis spectroscopy measurements have been carried for acidic oil and treated oil as per ASTM
D6802. UV/Vis is a potential method to characterize the oil for estimating the concentration of
dissolved decay contests in oil [20–22]. The UV/Vis spectral curves for acidic and treated/purified oils
are presented in Figure 7.Energies 2018, 11, x FOR PEER REVIEW  9 of 13 
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of carboxylic acids from the aged oil after filtration. FTIR spectral curves of oils and membranes are
presented in Figure 8. In Figure 8a, a strong band and wide asymmetric absorption between 3200 cm−1
and 3400 cm-1 is due to the vibration of stretching O-H attributed to the hydrogen bonds in new
membrane [24]. On the other hand, the molecular interactions between the acidic oil and the cellulosic
polymers are evident by an absorption band at 1729.55 cm−1 (C=O stretching of the vibrations of a
group ester) and 1207.95 cm−1 (stretching of the vibrations of the bridge C-O-C) [20]. Generally, all
the acidic oils represent characteristics bands situated in the spectral region between 1700 cm−1 and
1730 cm−1 [25]. This is due to the vibrations that are attributable to the functional group C=O which






Figure 8. FTIR spectra of oil and membrane for both fresh and used. (a) FTIR spectra of new and used 
membranes. (b) FTIR spectra of acidic and treated oil. . 
Further, increase in thermal oxidation with aging of oil is generally accompanied by nitration 
which introduces nitrogen oxides (NO, NO2 and N2O) to the oil [26]. The effect of the nitration on the 
quality of the oil is similar to that of oxidation, which either increases the viscosity of the oil or 
involves in increasing insoluble sediments. The function of the nitration is identified in the spectral 
region between 1600 cm−1 and 1650 cm−1 which is not seen in the spectral curve of purified oil, thus 
ensuring the disappearance of carboxylic acids and nitrated compounds in the purified oil. 
5.3. Dissipation factor, Resistivity and Relative Permittivity: 
After filtration, it is desired that the oil regain all the dielectric parameters to a range that is 
acceptable for use in oil-filled transformers [27, 28]. To further comment on the quality of the oil after 
filtration Dissipation factor (Tan δ), Resistivity, and Relative Permittivity (εr) measurements have 
been carried out for the filtered oil. The details of the measurements are summarized in Table 3. 
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Further, increase in thermal oxidation with aging of oil is generally accompanied by nitration
which introduces nitrogen oxides (NO, NO2 and N2O) to the oil [26]. The effect of the nitration on
the quality of the oil is similar to that of oxidation, which either increases the viscosity of the oil or
involves in increasing insoluble sediments. The function of the nitration is identified in the spectral
region between 1600 cm−1 and 1650 cm−1 which is not seen in the spectral curve of purified oil, thus
ensuring the disappearance of carboxylic acids and nitrated compounds in the purified oil.
5.4. Dissipation factor, Resistivity and Relative Permittivity
After filtration, it is desired that the oil regain all the dielectric parameters to a range that is
acceptable for use in oil-filled transformers [27,28]. To further comment on the quality of the oil after
filtration Dissipation factor (Tan δ), Resistivity, and Relative Permittivity (εr) measurements have been
carried out for the filtered oil. The details of the measurements are summarized in Table 3.
Table 3. Change in dielectric properties of oil with number of passes.
Cycle Tan δ Resistivity (109 Ω.m) εr
After (Dehydration) 0.194 1.45 2.14
MV PC (%) MV PC (%) MV PC (%)
One 0.145 25.257 1.85 27.586 2.15 0.467
Two 0.141 27.319 1.89 30.344 2.15 0.467
Three 0.138 28.865 1.90 31.034 2.14 0
Four 0.135 30.412 1.93 33.103 2.13 0.467
Five 0.133 31.443 2.08 43.448 2.13 0.467
Six 0.131 32.474 2.17 49.655 2.13 0.467
MV: Measured Value; PC: Percentage Change (with respect to the after dehydration value).
It is noticed that the dissipation factor varied from 0.194 to 0.131 for oil before and after filtration
after six passes. Similarly, improvement of resistivity is noticed to be from 1.45 × 109 to 2.17 × 109,
which represents a 49.7% improvement of of the dissipation factor with filtration after six passes. This
variation reflects a decrease of the concentration of the conductive contaminants after filtration. Albeit
relative permittivity changed to 2.13 with filtration, so a significant change is not seen. The details
of breakdown voltage and density have not been presented in view of the high oil requirements for
measurements. The effect the membrane technology on micro and nanoparticles dissolved in the oil is
also to be foreseen. The optimal number of passes and its relation to the aging factor of oil are also to
be investigated.
6. Conclusions
Insulating oil is expected to serve effectively for several decades of expected or designed life of a
transformer. Generally, oil is reclaimed after a certain period based on its dielectric characterization
and its performance. In this work, a membrane separation technology method is demonstrated
and analyzed for the transformer oil treatment process. The effectiveness of the proposed method
is evaluated by analyzing service-aged oil samples. It is found that the oil properties have been
regained significantly with application of membrane technology. Analyses using UV spectroscopy,
FTIR spectroscopy, acidity, dissipation factor, color, resistivity, and relative permittivity proved the
potential of the proposed regenerative method. Dissipation factor, resistivity, and relative permittivity
are improved by 32.5%, 49.7%, and 0.5%, respectively, after six passes. Results are also highlighted by
studying the oil and RC membrane chemical interactions between the functional groups of carboxylic
acids and cellulosic fiber before and after treatment. RC membrane treatment process proved a
significant retention of oil properties.
Future Scope: Further investigations are to be carried out to comment on the correlation between degree of aging
and optimal thickness of membrane. The effect the membrane technology on micro and nanoparticles dissolved
in the oil is also to be foreseen. Future investigations are also to be emphasized on absorption coefficient and effect
Energies 2019, 12, 368 12 of 13
of transmembrane pressure difference on the flux. The optimal number of passes and its relation to the aging
factor of oil is also to be investigated.
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UV/Vis Ultra Violet Visible Infrared Spectroscopy.
FTIR Fourier Transform Infrared Spectroscopy
TAN Total Acid Number
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